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three inches = one foot

one and one half inches = one foot
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one inch = one foot
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three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot
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one eighth inch = one foot

(®) (D) () B)(») NOTES:

PROVIDE NEW PUMPS CHP-01 AND CHP-02 AS SCHEDULED AND
DETAILED.

PROVIDE VFD FOR NEW PUMP AT THIS APPROXIMATE LOCATION
REPLACING EXISTING PUMP VFD. SEE ELECTRICAL.

REPLACE CHILLED WATER SYSTEM AUTOMATIC FILL VALVE AND RELIEF
VALVE. SEE CHILLED WATER PIPING SCHEMATIC ON SHEET MS06.
EXISTING VALVES ARE AT THIS APPROXIMATE LOCATION.

N @ PERMANENTLY CLOSE, LOCK—OUT AND TAG EXISTING BYPASS VALVE
AFTER COMPLETION OF CHILLED WATER FLOW TO AH-1-4SRF-1. SEE
PIPING SCHEMATIC ON SHEET M506 AND SEE CONTROLS.
PROVIDE ADDITIONAL EXPANSION TANK ET-04 AT THIS APPROXIMATE
LOCATION. SEE CHILLED WATER SYSTEM SCHEMATIC ON SHEET M506

AND EXPANSION TANK SCHEDULE. PROVIDE 4" HIGH SERVICE PAD
UNDER THE TANK. PROVIDE TANK WITH PRESSURE GAGE.
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4" STEAM CONDENSATE RETURN FROM ABOVE. SEE SHEET M103.
TURN DOWN TO FLOOR BELOW. SEE CONTINUATION THIS SHEET.
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@ PROVIDE NEW CHILLER AS SCHEDULED AND DETAILED.
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115— Z (8) 4" STEAM CONDENSATE RETURN FROM ABOVE. ROUTE TO EXISTING
RAY g // / CRU-1. SEE CONNECTION DETAILS ON SHEET M504,
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ENLARGED FIRST FLOOR MECHANICAL ROOM
NEW WORK FLOOR PLAN — MECHANICAL_

ENLARGED BASEMENT MECHANICAL ROOM
NEW WORK FLOOR PLAN — MECHANICAL_
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